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Introduction

By order of Fatra A.S., BDA Keuringsinstituut BV, has determined the resistance to
wind load of a mechanically fastened roof waterproofing system with a Fatrafol 810/
roofing sheet in combination with a Guardian SP-50-S1 / PS-48420 fastening system.

On 4 November, 2008 the fastening system has been set at disposal by Mr R. van Doren
of Afast B.V.

On 4 November, 2008 the roof waterproofing sheet has been set at disposal by
Mr F.E.M. van Hijfte and Mr J.P. Leemrijse of Aabo Trading Company B.V.

Investigation

The investigation on the resistance to dynamical wind forces has been performed according to
the European directive ETAG D08: Guideline for European Technical Approval of Systems
of mechanically fastenad flexible roof waterproofing membranes (2000-03, amended 2007-04).

The test has been performed in week 45, 2008,

See annex C for the test schedule.
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Construction of the test specimen

On 3 November, 2008 the build-up of the substructure and the application of the insulation have
been performed by Mr W.C. Wiersma of BDA Keuringsinstituut B.V.

On 4 November, 2008 the roof waterproofing sheet has been applied by Mr J.P. Leemrijse of
Aabo Trading Company BV,

On 4 November, 2008 the fastening system has been applied by Mr R. van Doren of Afast B.V.

The test specimen has been built up in the presence of Mr R.E.M. van Hijfte of Aabo Trading
B.\. and Mr A.R. Hameetz of BDA Keuringsinstituut B.W.

The specimen has the test dimensions of 6,00 m = 2,00 m and has been built up according to
the prescribed data of the principal from below upwards:

Substructure
+  profiled steel deck, "108 profile", thickness 0,75 mm,

Thermal insulation

+ Rockwoaol Taurox, dimensions 2000 mm = 600 mm, thickness 100 mm,
mechanically fastened with 2 fasteners for each board,

Roofing sheet:

+  Fatrafol 810/V roofing sheet, production code 06-05-2008.
The spacing between the individual fasteners has been set at 250 mm
The spacing between the rows of fasteners has been set at 1880 mm.
The joint has been welded with hot air.
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Fastening system:
+  roofing screw . Guardian P5-48120;
+ washer . Guardian SP-50-81.

The fixation at the perimeter has been realized using wooden planks, with dimensions
of 120 mm = 18 mm, whereby the roofing sheet has been welded around the planks
(see annex D).

The mutual spacing between the fasteners at the perimeter fixation has been set at
250 mm.

For further package data of the applied product, see annex E.
A photo report of the build-up is given in annex B.
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Results

Resistance to dynamic wind load

At the 100 % step of the cycle of A Wiay 1005 = 1400 N (theoretical load) per fastener the
test has been stopped.

According to ETAG 006 the test result is 1300 N (theoretical load) per fastener.
The test result has been interpreted in annex A.
Remark

It shall be emphasised that this investigation is only an indication at a given moment of

the properties of the investigated material and it does not provide information on the scope
of the variations over the course of time.

These resulis shall be interpreted:
- either in the framework of a certain project, applying for the tested batch;
— orin the framework of an admission procedure for certification for a general indication

in which the quality management of the manufacturer is involved.

Gorinchem, 2008.11.26
The laboratory i

':\-_ #.___.- e,

AR Hameete
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Admissible (design) load according to ETAG 006

The test result of the wind uplift test has been interpreted according to ETAG 006: "Guideline for
the European Technical Approval of systems of mechanically fastened flexible roof waterproofing
membranes" (2000-03, amended 2007-04),

The admissible (design) load for the wind uplift resistance has been specified in the next formula:

A Wihest - Ca - Co
Jm
Wherein;
W.sn = admissible (design) load for the wind uplift resistance (N per fastener),
Wie = testresult (N per fastener),
C. = geometric correction factor;
Cy = statistical correction factor;
Fin = material correction factor.
System Wias: C, Cy ¥ Woaam

Fatrafol 810/V roofing sheet
mechanically fastened with
Guardian SP-50-51 / P5-48120
fastening system.

1300 0,82 1,0 1,5 711
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Photo 1
The insulation has been fixed
on the profiled steel.

Photo 2

The roof waterproofing sheet
is fastened.

Photo 3
Detail of the fastening system.
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Photo 4
The model is ready for testing.
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WIND TEST Order number 0334-L-08
Start of test: 4-11-2008 End of test: 6-11-2008
Perator(s): W.C. Wiersma en J. Delgado KEUR
System: eenlaags mechanisch bevestigd
Ionger sids shorfer side () ab= 7,52
Dimensions test area QEIUD . i imf Sa g
a (]
Distance between rows (a): 188 m =3 -
Distance between fasteners (h): 025 m 2 4 0,85
Mumber of fasteners per m? 213 25 0,90
£2 -
3 3 0,80
4 0,85
MNumber of spaces between the rows (a) 3 25 1.00
Mumber of spaces between te fasteners () T -3 =2 -
3 1,00
percentage peak pressure
| 40 | g0 | g0 | so | 100 | 80 80 a0 40
number of gusts
500 l 200 & 2 1 2 ] 200 500
paak forcefasiener suction pressure
[M] [kPa) [kPa] [kPa] [kPa] [kPa] [kPa] [kPa] [kPa] [kPal
300 0,26 0,38 0,51 0,57 0,64 0,57 0,51 0,38 0,26
300 0,26 0,38 0,51 057 0,64 0,57 0,51 0,38 0,26
300 0,26 0,38 0,51 0,57 0,64 0,57 0,51 0,38 0,26
300 0,26 0,38 0,51 0,57 0,64 0,57 0,51 0,38 0,26
400 0,34 0,51 0,68 0,77 0,85 0,77 0,68 0,51 0,34
500 0,43 0,64 0,85 0.96 1,06 0,96 0,85 0,64 0,43
600 0,51 0,77 1,02 1,15 1,28 1,15 1,02 0,77 0,51
700 0,60 0,89 1,19 1.24 1.49 1,34 1,19 0,89 0,60
800 0,68 1,02 1,36 1,563 1.70 1,53 1,38 1,02 0,68
a0 0,77 1,15 1,53 1,72 1,91 1,72 1,53 1,18 077
1000 0,85 1,28 1,70 1,91 2,13 1.91 1,70 1,28 0,85
1100 0,84 1,40 1,87 2,1 2,34 2,11 187 1,40 0,94
1200 1,02 1,63 2,04 2,30 2,55 2,30 2,04 1,53 1,02
1300 1,11 1,66 2,21 248 2,77 249 2,21 1,66 1,11
1400 1.18 1,78 2,38 2 68 2,98 2,68 2,38 1,79 1,19
1500 1,28 1,91 2,55 287 3,19 2,87 2,55 1,91 1,28
1600 1,36 2,04 2,72 3,06 3,40 3,06 2,72 2,04 1,36
1700 1,45 2,17 289 3,26 3,62 326 2,88 217 1,45
1800 1.53 2,30 3,08 345 3.83 3,45 3,06 2,30 1.53
1900 1,62 2.43 3,23 364 4,04 3.64 3,23 243 1,62
2000 1,70 2,55 3,40 383 426 3,83 3,40 255 1,70
2100 1,78 2,68 3,57 402 4.47 4,02 3,57 2,68 1,78
2200 187 2,81 3,74 4,21 4,68 421 3,74 2,81 1,87
2300 1,96 2,84 391 4,40 4,89 4,40 3™ 2,94 1,86
2400 2,04 3,06 4,08 4,60 5.1 4,60 4,09 3.06 2,04
2500 213 3,19 478 4,78 5,32 4,79 475 3.18 213
2600 2.21 3,32 4,43 4,88 5,53 498 4,43 3,32 221
2700 2,30 345 460 517 5,74 517 460 345 2,30
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Figure 1
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Package data of the applied product

Substructure

—TLelft

B4 Wil

ovdernummer 84 533

hogveelleid : 102.00.m2

_pakketnr, 2/5

EM HTSIBIJLBOUW B 5 v E 3 :

[

uw refereatie : 27340 - Gorinchem
produkt : W.mndu}:pialm
type VD 106R/T50
dikte 10,75 mn

vitveering A Sendzimir verzinkt
vitvoer, 1g B : Sendzimir verzinkl
brandklsze  : klasss Al

gewicht 1 L0010 kg

iR TERantaka

rH e
Al 3400

Thermal insulation

e T aental | Jengte ;

DAKPLAAT : E
I DACHPLATTE Ao
TAUR PANNEAU DE TOITURE AL
ROOFBOARD 5
DIIE EPAISSEUR  LENGIE LONGUEUR BREEDTE LARGEUR  mHoub contiaty - | R declared A declared
DEEE  THICKEMNESS LAMCGE LEMGTH EREITE WIDTH BIHALT OOMNTENTE
100 Mm 20 e 60 om 88 m2[ 250 wekw QM) wmk

INTRONE: ::
% CTG 459

04-0749

BC1-511-0003-0085-R268
ROERMOMND ML

Al EUROCLASS

MW-EN 13162-T4-DS(TH)-
CE{1M50-TR15-PL{5)500-W5E

ROCKWOOL

Lapinus Productie BV

22487
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Roofing sheet _
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Fastening system

SP @ 50mm

GUARDIAN METALEN DRUKVERDEELPLATEN VOOR BEVESTIGING EENLAAGSE SYSTEMEN

B Sendzimir verzinkt staal, 15 cycli
| m Afmeting rend @ 50mm
| B Dikte 1,0mm

B Gatdiameter 5,00 - 7,00
| B MB| Approval

® 6 © 6

\

A F A 5 T CRURDILN 15 L FRAODEET BT AFRST BV & WL ASOVELAEG D25 5203 N FEUVCME: TRE MFTRERLELDS @ TEk- + X1 B8 50000 & [30 o) o Sorie] R0 IR0 @ AssT e = Wi SRS R

AFMETING / VLAKKE ONDERZILIE ARTIKELCODE VERPAKKING
5P 50 x 1,0MM F 3 @ 5,00MM 5P-50-F3 T
5P 50 % 1,000 F 4 © 7,000MM 5P-50-F4 1000*

AFMETING 7 STANDAARD KOM ARTIKELCODE VERPAKKING
5P 50 x 1,000 5 15,0000 5P-50-51 1000*
5P 50 1,000 5 3 0 7,000MM 5P-50-53 1000

AFMETING £ DNEFE K ARTIKELCODE YERPAKKING
5P 50 x 1,008 D1 6 500010 S50 1000
5P 50 x 1,000 D 3 £ 700000 5P-50-D3 1000

CETAMDE DRUKVERDEELPLAAT, VOOR EEN HOGERE REKENWAARDE
AFMETING £ GETAND § STANDARD KOM ARTIKELCODE VERPAKKING

SPB 50 x 1,0MM BARE 5 4 © 70000 5SPB-50-54 1000

* OO PER 500 GESTAPELD VERPAKT Ind EMMER ( ARTIKELCODE + E)

5 = STANDAARD KOM F = VLAKKE ONDERZIJDE D = DIEPE KOM
g ——

ﬁf Guardian

Secures your roof
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